DESIGNING HYDRAULIC AIR CHAMBER IN WATER TRANSMISSION SYSTEMS USING GENETIC ALGORITHM

Abdorahim Jamal¹, Mohsen Najarchi¹, S. Mohammad Mehdi Najafi Zade²

¹ Department of Civil Engineering, Islamic Azad University, Arak Branch, Arak, Iran, e-mail: abdorahimjamal@gmail.com, m-najarchi@iau-arak.ac.ir
² Department of Mechanic Engineering, Islamic Azad University, Arak Branch, Arak, Iran, e-mail: m-najafizadeh@iau-arak.ac.ir

ABSTRACT

Transient flow control in Water Transmission Systems (WTS) is one of the requirements of designing these systems. Hence, among control equipment, air chambers offer the best solution to control transient flow effects, i.e. both prevents water column separation and absorbs pressure increase. It is essential to carry out an accurate and optimized design of air chambers, not only due to high costs of their manufacturing but also their important protective role. Accordingly, hydraulic design parameters comprise tank volume, diameter of nozzle and coefficients of inflow and outflow of nozzle. In this paper, it is intended to optimize these parameters in order to minimize manufacturing costs. On the other hand, maximum and minimum pressures in main pipeline are considered as constraints which shall fall in allowed range. Therefore, a model has been developed which is a combination of a hydraulic simulation model of WTS and an optimization model based on genetic algorithm. This model is first applied to WTS of Dehgolan-Ghorveh plain as a case study. Results of this research demonstrate that based on suggested model, negative wave creation and pressure increase in pipeline is prevented as well as decrease in manufacturing costs of air chamber.

Keywords: water transmission, transient flow, genetic algorithm, air chamber, water hammer, cavitation.

INTRODUCTION

There are many water transmission systems in the world used to transmit vast capacity of surface water. The annual cost to build and maintain water transmission systems are typically millions of dollars [1]. The importance of economic feasibility of projects on the one hand, and the fundamental role of these systems in the usage of limited water resources on the other hand, the economic and optimization design for water transmission is taken into consideration for years.

The powerful optimization models have been created to determine hydraulic specification of water transmission systems, such as diameter of pipes, thickness and material of pipe, etc. [2-9]. The main usage of these models is design and analysis of water transmission systems in steady conditions. But because of design complexity in conditions of transient flow, studies in this area are scarce while almost all water transmission systems in their operation life encountered with conditions of transient flow. Several factors can cause transient flow in water transmission systems that the most important of them are: turning pumps on or off, opening or closing the valves, filling the empty pipelines and bursting the pipes. Among them, stopping pumps suddenly causes the most critical conditions in the water transmission systems.

Each of these factors or combination of them can lead to the disruption of the water transmission system and sometimes destroy the whole system. Therefore, one of the most important fac-
tors of structural protection in the design of water transmission pipelines is the control of effects of transient flow. Water hammer and fluid column separation are two transient flow destructive effects which are often controlled using instruments such as air chamber, surge tanks, bypass pipes, flywheel and some control valves.

Using air chamber is one of the best methods to control effects of transient flows. These chambers based on their mechanism, in addition to control low pressure and prevent fluid column separation, are used against to water hammer caused by high pressures. But on the other hand, the construction cost these chambers, is very high so that an air chamber with a common volume of 50 m³ will cost more than $ 50,000. So accurate computations for designing an air chamber must be done.

But common design methods include complex steps of analysis and design, so proposing an acceptable design needs several months of an engineering team actively. Since in these methods, optimizing a plan is usually a process which changes parameters of design and compares design results with allowable constraints using trial and error method. So because of numerous iterations to find an optimum design, optimization tools should be used.

In this paper, using a meta-heuristic algorithm, namely Genetic Algorithm (GA), one of the most important and expensive components of water transmission systems, namely air chamber, is optimized. Because of successful experiences of GA in water industry, this algorithm is used [10-15]. The main advantage of this heuristic algorithm is its ability in finding the optimum global result for objective function. The objective function in this research includes construction cost of air chamber in water transmission system of Dehgolan-Ghorveh plain which must be minimized. Dehgolan-Ghorveh plain’s water transmission system is used as a case study because of evaluating and comparing its information with proposed model. The model proposed in this paper is a combination of a hydraulic model for simulating water transmission systems and an optimizer model for finding optimum values of effective hydraulic parameters on performance of air chamber. These parameters include tank volume, diameter of nozzle and coefficients of inflow and outflow of nozzle.

The proposed model in this paper could prevent water hammer phenomenon and cavitation as well as could save on costs of air chamber manufac-
is important because the water flow entry path to tank should be able to make high head loss and consequently, decrease the pressure of water flow in pipeline against high pressures. On the other hand, the water flow exit path from air chamber should be such that water can circulate in pipeline to compensate pressure reduction comfortably, in condition of negative wave. Recommended head loss ratio of the hole for inflow to outflow is 2.5:1.

In addition to two above specifications, the total volume of tank that has direct relation with construction cost of air chamber, is an important factor should be minimized. Total volume is calculated using (1) as follows:

\[ V_{\text{total}} = V_{\text{air}} + \Delta V + V' \]  

(1)

where: 

- \( V_{\text{air}} \) – the volume of initial air in steady conditions,
- \( \Delta V \) – maximum increment of tank air volume when the flow is transient,
- \( V' \) – useless volume of water in tank considered to ensure the air does not enter into pipeline and the surge tank does not empty.

It is noticeable useless volume of water in surge tank should be about 10% of tank volume that sumation of it and maximum increment of air volume result the value of the water supply volume.

Now, to achieve the minimum volume of tank, trial and error method is used. Thus, for initial volume of water (\( V_{\text{air}} \)), the diameter of nozzle and coefficients of inflow and outflow of it, initial values are considered. Then, the result of this plan include velocity and pressure in different junctions with allowable values, is controlled. This process is repeated frequently. Finally, the best values for decision variables of problem are achieved with respect to available constraints.

But this process takes a long time and there is always probability of loss of valid results. So in this paper, due to the above problem, a novel model is proposed which makes the easier and more accurate process of air chamber design. This model is a combination of a hydraulic model for simulation of water transmission systems and an optimization model, based on GA, for determining optimum values of effective hydraulic factors on air chamber operation.

In the next section, for describing hydraulic simulation model of water transmission systems, boundary conditions of air chambers for analysis using characteristic method are described briefly.

### NUMERICAL ANALYSIS OF AIR CHAMBERS

In the pumped pipelined systems it is recommended to control transient flows caused by power cutting the air chamber installed in drift pump. An air chamber, according to Figure 1, is a tank where there is compressed air in the top part and water in its bottom. To limit inflow and outflow of air chamber, a nozzle is set between tank and pipeline. In junction of nozzle and pipeline, characteristic equations will be as follows:

\[ Q_{p_{in}} = C_p - C_k H_{p_{in}} \]  

(2)

\[ Q_{p_{out}} = C_n + C_{k1} H_{p_{out}} \]  

(3)

If we do not consider the loss, based on relation between energy and continuity, we will have:

\[ H_{p_{in}} = H_{p_{out}} \]  

(4)

\[ Q_{p_{in}} = Q_{p_{out}} \]  

(5)

In this equation, \( Q_{p_{out}} \) is a flow through the nozzle.

![Fig. 1. A schematic design for air chamber](image_url)

If we assume that the existing air in top part of air chamber is trapped, based on the thermodynamics rules for full gas we have:

\[ H_{p_{tr}} \forall m_{p_{tr}} = C \]  

(6)

where: \( H_{p_{tr}} \) and \( m_{p_{tr}} \) are absolute pressure and volume of trapped air in the last time step of analysis.

\( m \) – is the air expansion coefficient is usually considered 1.2 and

\( C \) – is a constant number is calculated using \( C = \forall m_{p_{tr}} H_{p_{tr}} \).

Index of zero in above equation imply on initial conditions in steady state. In these conditions, the head loss for flow through nozzle is calculated as follows:
\[ h_{orf} = C_{orf} Q_{orf} |Q_{orf}| \] 

(7)

where: 
- \( C_{orf} \) – is the nozzle loss coefficient,
- \( h_{orf} \) – is equal to amount of head loss of nozzle.

Notice the amount of nozzle loss coefficient is different for inflow and outflow. Based on above equations, the volume of trapped air can be calculated using 8 and 9:

\[ H_{orf} = H_{P_{ori}} + H_b - Z_p - h_{orf} \] 

∀ \( P_{ori} \)

(8)

\[ \forall_{air} = \forall_{orf} - A_e (Z_p - Z) \] 

(9)

\[ Z_p = Z + 0.5(Q_{orf} + Q_{orf}^2) \frac{At}{A_e} \] 

(10)

where:
- \( H \) – is relative pressure,
- \( A_e \) – horizontal sectional area of air chamber,
- \( Z \), \( Z_p \) – the heights of water level in air chamber from base in the first and last time step,
- \( Q_{orf} \), \( \forall_{air} \) – flows through the nozzle and air volume in the first time step.

So there are 9 equations altogether, equations 2 to 10 which include 9 unknown variables: \( Q_{P_{ori}} \), \( Q_{P_{ori}} \), \( H_{P_{ori}} \), \( H_{P_{ori}} \), \( h_{orf} \), \( \forall_{orf} \), \( h_{orf} \), \( H_{P_{ori}} \) and \( Z_p \).

To simplify solving these equations, some of the unknown variables are omissible. So with replacing equations 2 to 4 in equation 5, we will have:

\[ Q_{orf} = (C_p - C_a) - (C_{ori} + C_{ori})H_{P_{ori}} \] 

(11)

Similarly, with replacing equations 8 and 9 in equation 6:

\[ (H_{P_{ori}} + H_b - Z_p - C_{orf} Q_{orf}^2) [\forall_{air} - A_e (Z_p - Z)]^n \] 

(12)

Equations 10 to 12 have three unknown variables include \( Q_{orf} \), \( H_{P_{ori}} \), \( Z_p \), Deleting \( H_{P_{ori}} \) and \( Z_p \) from these equations results a nonlinear equation for \( Q_{orf} \) which for solving it we can use a repeating technique like Newton-Rafson. Definite amount of \( Q_{orf} \) in the first time step could be applied as the initial guess for starting this repeating process.

**SPECIFICATIONS OF DEHGOLAN-GHORVEH PLAIN'S WATER TRANSMISSION PIPELINE**

Transmitting water from Azad dam to Dehgolan-Ghorveh plain is for supplying water of agriculture lands of Dehgolan’s plain and water requirements section located on the route of the transmission line. In this research, part of the water transmission system between first pumping station and the second pumping station’s tank has considered as case study. This part of transmission system includes 5200 m of steel pipes ST37-II with a diameter of 1600 mm and wall thickness of 16 mm which starts form first pumping station with height of 1593.5 m and ends at second pumping station with height of 1800.2 m. Capacity of line will be 3750 liters per second and total height in this section will be 217 m. Roughness coefficient is according to Hazen-Williams equation and has considered 125 in all parts of transmission pipeline. Movement velocity of pressure wave in each section has calculated according to pipe’s specifications and modeling has been done assuming the sudden failure of pumps. We are watching the development of negative pressure according to modeling done in all parts of transmission pipeline, so the only way to prevent water hammer and cavitation is using air chamber.

**PROPOSED MODEL**

In this paper, to design an optimum air chamber in water transmission systems, a simulator model linked to GA is used. Thus velocity and pressure of water flow in pipes are calculated using simulator model. Performance and accuracy of hydraulic simulation of flow conditions in pipelines have a great effect on finding an optimum design. In this paper, characteristic method, as mentioned before, is used to simulate flow and GA is used for optimization. In this algorithm, each chromosome (vector of problem decision variables) shows an air chamber and the target of problem is minimizing of construction cost. Whatever the construction cost of this chamber, which is according to tank volume, be less, the fitness will be more and chance of using related information to this tank for producing the next air chamber will increase. The listed constraints in (13) which is influenced by tank volume \( V \), diameter of nozzle \( D_0 \) and coefficients of inflow and outflow of the nozzle \( C_{orf} \), \( C_{orf} \) are added to objective function as penalty function to convert the mentioned conditional problem to unconditional problem.

\[ P_{min} \leq P_{max} = f(V, D_0, C_{orf}, C_{orf}) \] 

\[ P_{min} < P_i < P_{max} \] 

(13)
where: $P_{\text{min}}$, $P_{\text{max}}$ – are maximum and minimum pressure constraints to prevent equipment from damages and cavitation, $P_j$ – shows amount of pressure in the junction of pipeline.

The connection between simulator model and optimizer (Figure 2) is as follows:

**Phase 1:** Reading input necessary information include information of pipeline (the number of pipes, the number of junctions, ground level and etc.) and information of GA (the number of populations, the number of generations, probability of mutation and crossover, method of selection, fitness function and etc.).

**Phase 2:** Generating initial population randomly (since in this paper, the objective is optimizing volume of air chamber, diameter of nozzle pipe and determining optimum value of inflow and outflow loss coefficients from chamber, the initial population of these variables produced randomly).

**Phase 3:** $i = 1$.

**Phase 4:** Performing bellow steps for all answer in population:

I. $k = 1$.
II. Calculating the amount of flow and pressure in permanent conditions.
III. Hydraulic simulation for calculating pressure and discharge at desired time span.
IV. Calculating cost of air chamber.
V. $K = k + 1$.
VI. If $k < n_{\text{pop}}$ go to II.

**Phase 5:** $i = i + 1$.

**Phase 6:** If $i > n_{\text{gen}}$ go to phase 13.

**Phase 7:** Calculating fitness function for each air chamber.

**Phase 9:** Selecting the chromosomes according to their fitness.

---

![Flow chart of proposed model](image)

**Fig. 2.** Flow chart of proposed model
Phase 10: Applying crossover on the selected chromosomes according to probability of crossover.

Phase 11: Applying mutation according to mutation probability.

Phase 12: Replacing the old generation with new generation and repeating phases 4 to 12.

Phase 13: Showing the best result (optimum values).

RESULTS

Figure 3 shows the minimum and maximum pressure in pipelines for optimum results designed using GA. So the water transmission system of Dehgolan-Ghorveh plain needs an air chamber with some specifications (Table 1) in optimum conditions.

Figure 4 shows variation diagram of objective function value based on the number of times that GA needs simulation of transmission system in the process of designing.

CONCLUSIONS

Simulation of transient flow in water transmission systems was done using characteristic method which air chambers defined as tool to protect these systems against water hammer and cavitation. In this paper, GA was used to optimize air chamber volume, nozzle pipe’s diameter and determining optimum value of inflow and outflow loss coefficient. One part of Dehgolan-Ghorveh plain’s water transmission system was selected as a case study. The results of this paper as a new and meta-heuristic method, in addition to prevent extra increment of costs with considering constraints of minimum and maximum to prevent damage to pipelines, try to increase safety of water transmission systems.

Table 1. Summary of optimized air chamber information

<table>
<thead>
<tr>
<th>Tank volume [m^3]</th>
<th>Nozzle diameter [mm]</th>
<th>Coefficient of inflow</th>
<th>Coefficient of outflow</th>
</tr>
</thead>
<tbody>
<tr>
<td>31</td>
<td>300</td>
<td>0.45</td>
<td>0.8</td>
</tr>
</tbody>
</table>

Fig. 3. Curve of maximum and minimum pressure variation
Fig. 4. Variation of cost-the number of generation (GA)

REFERENCES


